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v 1-RECONNECT SAN SERVICE 515 E SPRING ST A e
33'SAN. SEWER SERV. 4-6-INCH 1-8"X4" WYE, 8"X6" WYE
1-8"%a" WYE. 8'X6" WYE (INCIDENTAL TO WATER SERVICE) ;
1-RECONNECT SAN SERVICE 1-RECONNECT WTR. SERV., 1-INCH 33 -SAN. SEV/ER SERV. 4-6-INCH \ 33'-SAN. SEWER SERV. 4-6-INCH
1-8"X4" WYE, 8"X6" WYE 1-CURB BOX & STOP, 1.5-INCH WATER SERVICE TO CULVER STREET EXISTING|6-INCH CAST IRON WATER MAIN WATER SERVICE TO CULVER STREET
33'-SAN. SEWER SERV. 4-6-INCH 151'-WATER SERVICE, 1.5-INCH
WATER SERVICE TO STATE STREET (FROM 6-INCH IN CULVER ST)
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SPRING ST (STATE - MARSHALL)
30' F-F CURB
1.5" HMA 4LT58-34S UPPER LIFT
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g 1-MANHOLE 4-FT DIA (SANITARY]
1-CONNECT TO EXISTING SANITARY P-RIM: 023,63 ( )
(EXISTING CONNECTION IS 12-INCH, DEPTH: 10.4' — |
12-INCH TO 8-INCH REDUCER 1-MH COVER (SAN) TYPE 1 ~\\:-;
INCIDENTAL TO "CONNECT TO") 1-REMOVING MH (SANITARY) —~ 2
920 1-ADJUST MANHOLE COVER, SANITARY| —— ] SN 920
I 12" INV NE: 911.48' \~\‘“::\ —
SA-1436 ~— 7
8" INV SW: 913.22'
8" INV NE: 913.67'
8" INV NW: 914.42" - L
8" INV SE: 913.32'
APPROXIMATELY LOCATION OF EXISTING
6-INCH CAST IRON WATER MAIN EXISTING 8-INCH VCP SANITARY SEWER
915 ‘ 915
B TO SA-1436)
EXISTING 12-INCH VCP SANITARY SEWER 797 OF SANITARY SEWER 8-INCH @ 0.40% (SA-1435
\
/ ‘ 10" OF SANITARY SEWER 8-INCH (EXIST TO SA-1436)
A-1438) CONNECT TO EXISTING 8-INCH VCP
- 0.52% (SA-1436 TO S L]
332' OF SANITARY SEWER 8 INCH @ o '
L 10' OF SANITARY, SEWER 8-INCH (EXIST TO SA-1436)
ORIGINAL GROUND PROPOSED PROFILE CONNECT TO EXISTING 8-INCH VCP
911 —l r 911
< < < < < < < < < <
S N S N S % © < N Q
< < <t <t <t o o o (22} (22}
o~ o~ o o o o o o o o
(o)} (o)} [e)] [e)] [e)] [e)] [e)] [e)] [e)] [e)]
10 11 12 13 14 15
PROJECT NO: -—- HWY: SPRING STREET COUNTY: CHIPPEWA PLAN AND PROFILE: SANITARY AND WATER SHEET E
FILE NAME : W:\ENGINEERING\PROJECT FILE\SPRING ST (STATE - MARSHALL) & MARSHALL 2021\CIVIL 3D\SHEETSPLAN\050102-PP UTILITY-SPRING ST.DWG PLOT DATE : 3/5/2021 8:07 AM PLOT BY : BILL MCELROY PLOT NAME : PLOT SCALE : 1IN:40 FT WISDOT/CADDS SHEET 44

LAYOUT NAME - 050101-PP



E/zx;cEESLPﬂT?fT 103 N HERSCHEL 720 E SPRING -
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1-RECONNECT SAN SERVICE o SANITARY SERVICE TO HERSCHEL STA 18+35, 206' LT (IN ALLEY) 9
1.8"X4" WYE, 8"%6" WYE = WATER SERVICE TO HERSCHEL STREET 1-REMOVE FIRE HYDRANT 1-RECONNECT SAN SERVICE =
33"-SAN. SEWER SERV. 4-6-INCH 2 2-ABANDON WATER MAIN (6") 1-8"X4" WYE, 8"X6" WYE g
1-RECONNECT WTR. SERV., 1-INCH T e 33'-SAN. SEWER SERV. 4-6-INCH s
1-CURB BOX & STOP, 1.5-INCH bl STA 16+82.5, 4' LT 1-RECONNECT WTR. SERV., 2-INCH =
1-CORPORATION STOP, 1.5-INCH w 2-CONNECT TO EXISTING 12" WATERMAIN 1-CURB BOX & STOP, 2-INCH <j(
33'-WATER SERVICE, 1.5-INCH (FROM 12-INCH IN T (12" CAST IRON) 1-CORPORATION STOP, 2-INCH <
HERSCHEL ST TO CURB STOP) 1-12" GATE VALVE AND BOX 55'-WATER SERVICE, 2-INCH P
60'-WATER SERVICE, 1-INCH (FROM CURB STOP TO 1-LOWERING WATERMAIN, 12-INCH wh E;gmg \S,/VAKITEQRFYRéEG\g“CiLTgyl\A’\/AAEmOLE INHERSCHELST < L
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EXISTING 2-INCH CAST IRON WATER EXISTING 6-INCH CAST IRON WATER MAIN ——__| SANITARY SERVICE TO HERSCHEL STREET | STA 18435, 8'RT STA 18+54, 8'RT
MAIN, CAPPED AFTER SERVICE TO EXISTING 12-INCH CAST IRON WATER MAIN iy o S N WATER SERVICE TO HERSCHEL STREET 1-6"X6" TEE 1-FIRE HYDRANT
622 E SPRING 1- CONNECT TO EXISTING 6-INCH 1-6"X6" TEE
(6" CAST IRON) 1-6" PLUG 1-8"X4" WYE. 8"X6" WYE
1-RECONNECT SAN SERVICE 1_GATE VALVE & BOX, 6-INCH -8 ,
o 1-8"X4" WYE, 8"X6" WYE w2 W4 11 HYD LEAD DI, 61N CH 33'-SAN. SEWER SERV. 4-6-INCH
S 33'-SAN. SEWER SERV. 4-6-INCH STA 16461, 16' RT STA 16+88.5, 8' RT ' WATER SERVICE TO ALLEY
= WATER SERVICE TO HERSCHEL STREET 1-ABANDON WATER MAIN (2" | 1-6! GATE VALVE AND BOX EXISTING SEPTIC, STUB SANITARY
b 1-12"'X6" TEE EXISTING 6-INCH CAST IRON WATER MAIN LATERAL FOR FUTURE USE
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30' F-F CURB
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SA-1435 1 | o181 | —— — — \
STA 16+69.5, 0' RT : u _
AT 1-MANHOLE 4-FT DIA (SANITARY) \
8" INV SW: 914,98 | P-RIM:922.60 H & =
920 | 8" INV-NE: 915,08 | DEPTH: 7.62 —i 10' OF SANITARY SEWER 8-INCH (EXIST TO SA-1435) & \ 920
"INV NW: 615 26 | 1-MH COVER (SAN) TYPE 1 \ CONNECT TO EXISTING 8-INCH VCP a \
8" INV SE: 915.01' 1-REMOVING MH (SANITARY) - 5 INSULATE SANITARY SEWER (400 SF) L
—i 10" OF SANITARY SEWER 8-INCH (EXIST TO SA-1435) — \
\ CONNECT TO EXISTING 8-INCH VCP
| | PROPOSED-12-INCH STORM SEWER \
EXISTING 8" VCP SANITARY SEWER ﬂ« — \
/ p 560  OF SANITARY SEWER 8-INCH @ 0:40% (SA 1741 TOSA- L]
915 _ -1436 915
327 OF SANITARY SEWER 8-INCH @ 0:40% (SA 143570 SA-1436) \ EXISTING STORM-SEWER SA-1741 SA-1741 . | 2l
- \l | STA 19+29.6, 0' RT 8" INV SW: 916.12
APPROXIMATELY LOCATION OF EXISTING | | | [ | —] 1-MANHOLE 4-FT DIA (SANITARY)
6-INCH GAST IRON WATER MAIN P-RIM: 921.90'
APPROXIMATELY LOCATION OF EXISTING DEPTH: 580
12-INCH CAST IRON WATER MAIN 171" OF WATER MAIN-6-INCH (MAINLINE, 8"RT) 1-MH COVER (SAN) TYPE 1
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